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KEYNOTES

1 (E) CONDENSING UNIT, SHOWN DASHED. TO BE RELOCATED IN ANOTHER
PROJECT. CONFIRM WITH VA.

2 (N) WATER-RESISTANT ENCLOSURE FOR (N) WATER SOFTENER SYSTEM. SEE
STRUCTURAL AND PLUMBING DRAWINGS.

3 LOCATION OF OF (N) MECH. SHAFT AND DOGHOUSE ENCLOSURE. SEE MECH.
AND STRUCTURAL DRAWINGS.
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